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NOTES:

(THIS SHEET ONLY)

82 (B) (7) TRANSITION FROM 18x14 TO 18" IMMEDIATE AFTER ELBOWS AT TOP
OF RISER THEN TRANSITION TO 19°6 FAN INLET SIZE AT FAN.
TRANSITION FROM 14X19 FAN QUTLET TO 10°~0" LONG 18”% OUTLET
. | | . . . . . ! STACK WITH LOW LOSS RAIN HOOD AS DETAILED.

| | N | | | | | | L @ TRANSITION FROM 15X21 FAN OUTLET TO 10°-0" LONG 16"¢ OUTLET
STACK WITH LOW LOSS RAIN HOOD AS DETAILED.

46x20 RETURN DUCT AND 44x22 SUPPLY DUCT BOD SHALL BE 2'-0”

S @ ABOVE ROOF.

- _X@ (5) ELBOW UP 60x22 SUPPLY DUCT UP AND TRANSITION TO UNIT'S
OPENING.

74x20 RETURN DUCT ROUTED UNDER UNIT AND ELBOW UP AND
TRANSITION TO UNIT'S OPENING.

EF-1-4SRF-5 NEW ELECTRICAL PANELS. PANELS ARE SHOWN FOR COORDINATION
PURPOSES ONLY. FOR EXACT PANEL LOCATIONS SEE ELECTRICAL

SASRE NS | | SHEETS.

o —r i fpengitpeng | PROVIDE INDICATED STEP. SEE ARCHITECTURAL.

s | ' T EET T R i i o s s T e (9) PROVIDE PLATFORM BETWEEN STEPS AND BETWEEN AH—1-4SRF-2
P , | : i=iH Rl : ii —© AND AH-1-4SRF—3,

|
i
1
1
1

(10) PROVIDE TRANSITION CURB AS REQUIRED TO ALIGN AHU OUTLET AND
INLET WITH ROOF PENETRATION. SCHEDULED STATIC PRESSURES DO
NOT INCLUDE LOSSES IN CURB TRANSITION.

o _@ @ EXISTING EXHAUST FAN AND EXISTING LOW LOSS RAIN HOOD.

—

ROOF DUCTWORK NEW WORK PLAN — MECHANICAL
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